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OVERVIEW

Overview
DEFINITIONS
Water Conservation Plan - A strategy or combination of strategies for reducing
the volume of water withdrawn from a water supply source, reducing the loss
or waste of water, maintaining and/or improving the efficiency in the use of
water, increasing the recycling and reuse of water, and for preventing the
pollution of water.
Drought Contingency Plan - A strategy or combination of strategies for
temporary supply and demand management responses to temporary and
potentially recurring water supply shortages and other water supply
emergencies. A drought contingency plan may be a separate document
identified as such or may be contained within another water management
document(s).

OBJECTIVE
Kempner Water Supply Corporation (KWSC) recognizes that the amount of
water available to KWSC and its water customers may be limited and subject
to depletion during periods of extended drought. Representing the best
interests of the customers of KWSC, the Board of Directors and General
Manager deem it expedient and necessary to establish certain rules and
policies for the ongoing conservation of water and the orderly and efficient
management of limited water supplies during drought and other water supply
emergencies.
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OVERVIEW
STATUTORY AND RULE REQUIREMENTS
WATER CONSERVATION PLAN
Texas Water Code §13.146. WATER CONSERVATION PLAN. The
commission shall require a retail public KWSC that provides potable
water service to 3,300 or more connections to submit to the executive
administrator of the board a water conservation plan based on specific
targets and goals developed by the retail public KWSC and using
appropriate best management practices, as defined by Section 11.002,
or other water conservation strategies.
Title 30 Texas Administrative Code, Chapter 288.30(10)(A) (Water
conservation plans for retail public water suppliers.) All retail public water
suppliers providing water service to 3,300 or more connections, must have
a water conservation plan, to include the use of best management
practices. The plan must be developed, implemented, and submitted to the
executive administrator of the Texas Water Development Board no later
than May 1, every five years starting, May 1, 2005. This date coincides
with the regional water planning group.
DROUGHT CONTINGENCY PLAN
Texas Water Code §11.1272. ADDITIONAL REQUIREMENT: DROUGHT
CONTINGENCY PLANS FOR CERTAIN APPLICANTS AND WATER RIGHT
HOLDERS. (a) The commission shall by rule require wholesale and retail
public water suppliers and irrigation districts to develop drought
contingency plans consistent with the appropriate approved regional
water plan to be implemented during periods of water shortages and
drought.
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OVERVIEW
Title 30 Texas Administrative Code, Chapter 288.30(5)(A) For retail
public water suppliers providing water service to 3,300 or more
connections, the drought contingency plan must be submitted to the
executive director no later than May 1, every five years starting, May 1,
2005.
EMERGENCY RESPONSE
Title 30 Texas Administrative Code, Chapter 288.20(a)(1)(E) The
drought contingency plan must include drought or emergency response
stages providing for the implementation of measures in response to at
least the following situations: (i) reduction in available water supply up
to a repeat of the drought of record; (ii) water production or distribution
system limitations; (iii) supply source contamination; or (iv) system
outage due to the failure or damage of major water system components
(e.g., pumps).
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OVERVIEW
ADDITIONAL REPORTING REQUIREMENTS
TWDB Annual Reports:
May 1 - Annual Water Conservation Report
March 1 - Water Use Survey – Annual
May 1 - Water Loss Audit – Annual
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Introduction
KWSC is a public water supplier providing water service to residents in Bell,
Burnet, Coryell and Lampasas counties. Formed in 1973, the population of
KWSC has continued to grow through the years. KWSC currently serves nearly
15,000 customers over 310 square miles.
The area receives an average rainfall of 29.9 inches per year and averages 60
days of rainfall each year. The climate fluctuates from an average high
temperature of 96.5 degrees in August to an average low temperature of 32.6
degrees in January. KWSC is located within the boundaries of the Region G and
K Water Planning Groups.
The source of water for KWSC is 100% surface water from Stillhouse Hollow
Lake. Water is treated by KWSC at the Cliff and Eldine Poe Regional Water
Treatment Plant. Water is purchased through a water supply contract with
Central Texas WSC. Wholesale water service is also provided to the City of
Lampasas and Salado WSC.

5

WATER CONSERVATION PLAN

WATER
CONSERVATION
PLAN
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KWSC PROFILE

KWSC Profile
A completed TWDB KWSC is attached in Appendix A.
CCN#: 10456
PWS#: 1410028
RWPG: Region G and Region K Planning Groups
COUNTY: Bell, Burnet, Coryell, and Lampasas
SERVICE AREA: 310 square miles
WATER SOURCE: Stillhouse Hollow Lake
DESIGNED DAILY CAPACITY: 7,080,000 gallons
STORAGE CAPACITY: 12,600,000 gallons

POPULATION
The population of KWSC was calculated by assigning a single-family
equivalent of 3 people per connection and a multi-family equivalent of 1.5
people per connection.

Population
16,079

15,420
15,177
14,570

2014

2015

2016
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14,705

2017

2018

KWSC PROFILE
The population of KWSC is divided within 4 counties, Bell, Burnet, Coryell,
and Lampasas.

The combined Region G Water Planning group (Bell, Coryell, and Lampasas
Counties), the Region K Planning Group (Burnet County), and the TWDB 50year population projections for KWSC are shown below:
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KWSC PROFILE
WATER USE
The primary water use sector for KWSC is single-family residential use,
accounting for 97% of retail service connections and 91% of total water use.
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WATER CONSERVATION GOALS

Water Conservation Goals
Per capita water use is generally expressed in gallons per customer per day
(GPCD) and is the average amount of water used by each person in the
population served by a water KWSC. Variable factors that can influence GPCD
include the relative amount of non-residential water uses, the rate and type of
growth, economics, climatic conditions and demographics. Residential GPCD
is a superior metric for understanding how much water each customer is
actually using and does not include commercial, industrial and institutional
uses.
For the previous 5 years, the average number of gallons per person per day for
KWSC was 168 for Total GPCD and 91 for Residential GPCD. Single family use
accounts for of 91% of residential use in the service area. The previous 5 years
of per capita water use is shown below.

Gallons Per Customer Per Day
88

88

85

85

82

2014

2015

2016
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2017

2018

WATER CONSERVATION GOALS
KWSC’s 5 and 10-year Water Conservation Goals are based upon the Texas
Water Conservation Implementation Task Force’s recommendation of a
reduction in per capita water use by 1% per year. Per capita usage and water
loss goals (discussed in greater detail on page 14) are shown below. The
General Manager will assess KWSC’s progress in achieving the stated goals and
assess the effectiveness of water conservation activities on an annual basis.

Gallons Per Customer Per Day Goals
88
87
86
85
84

2020

2030

2040
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2050

2060

PUBLIC EDUCATION (CONSERVATION)

Public Education (Conservation)
KWSC conducts a program of ongoing public water conservation education
that includes:

Periodic distribution of
water conservation
brochures and
information

Availability of water
conservation brochures
and materials at the
main office and other
public places

Informational
presentations by KWSC
staff to local
organizations, schools,
and civic groups

Information provided to
local newspaper,
elevision, and radio
outlets

Water Conservation
information posted on
website

Water conservation
information provided to
applicants for new
service
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METERS

Meters
KWSC meters 100% of water use in
residential, industrial, and commercial
accounts. Meters are tested upon customer
request.

Master meters are
tested and calibrated
periodically to
within an accuracy
of plus or minus 5%

All retail meters are
tested and calibrated
or replaced in
accordance with
AWWA standards
after every 10 years

Meters that have abnormally
high or low water usage are
changed out as they are
identified
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WATER LOSS

Water Loss
KWSC maintains an ongoing program of leak detection and repair. In 2013,
water loss for KWSC was calculated to be 22%. Much of the water loss in
recent years can be attributed to leaks caused by ground shifting and fire
suppression, both associated with severe drought conditions. The long-term
goal is to maintain less than 15% water loss.
An annual internal water audit measures water loss by comparing sold vs. purchased
water.
Any abnormalities are investigated by the KWSC staff using leak detection
equipment.
Water lines found to have leaks are replaced as quickly as practical.
Visual inspections are performed routinely by meter readers and KWSC staff.
Storage tanks are monitored and pressure is controlled by a SCADA system

As a rural water system that covers a large geographic area, KWSC relies upon
customers to report any leaks or water loss observed. Future strategies to
minimize water loss include the installation of in-line meters at critical points
of the system. KWSC continues to explore new practices and technologies to
minimize the loss of water.
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WATER RATES

Water Rates
KWSC has a uniform water rate structure that is cost based and does not
encourage the excessive use of water. All water customers are subject to the
same uniform rate per 1,000 gallons. KWSC will continue to review rates
annually to ensure that the cost of service is being met and to discourage
excessive and wasteful use.

Water Waste
Water waste is always prohibited. Water waste is defined as:

Failure to repair a
controllable leak

• Irrigation Systems
• Plumbing Fixtures
• Pipes

Operating a
permanently installed
irrigation system
with:

• A broken or missing head
• A head that is out of
adjustment

During landscape
irrigation

• Allowing water to run off
property
• Allowing water to pond
• Watering between 10AM
and 6PM

Each instance of a violation is a separate offense and may be punishable by as
described in the Enforcement section of this plan.

15

PLUMBING FIXTURES

Plumbing Fixtures
The State of Texas has recently adopted more stringent water saving
performance measures for plumbing fixtures, found in the Health & Safety
Code Chapter 372. The following maximum flow standards are subsequently
listed in the Texas Administrative Code Title 30 Chapter 290 Subchapter G:

Faucet
2.2 gpm

Shower
head
2.5 gpm

Toilet
1.28 gpf

Urinal
0.5 gpf

Pre-rinse
spray
valve
1.6 gpm

Customers in existing buildings that do not have water saving plumbing
fixtures are encouraged through educational materials to retrofit their old
plumbing fixtures. Additionally, in recent years there has been an increasing
number of water efficient clothes and dish washing machines available that
provide the same performance but use less water. A water efficient home can
save more than 20% of annual indoor water use.
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LANDSCAPE POLICIES
Irrigation
Audits

An audit for residential, commercial, and
institutional irrigation systems will be available.

• The results of an audit will show the DU (Distribution Uniformity: A
measure of the actual system performance), seasonal scheduling,
and potential cost savings.
• With proper landscape irrigation management, not only will
water usage be reduced, but the quality of the landscape can be
preserved or increased.

Landscape
Irrigation

Commercial, Industrial, and Residential
landscapes should implement the following
water conservation measures.

• TCEQ requires all irrigation systems to be designed and installed by a Texas State
licensed professional
• All systems will have separate zones for turf and shrubs, sun and
shade, high and low runoff areas.
• Irrigation heads should be located after a thorough evaluation of
physical, environmental, and hydraulic site conditions. 'Head to Head'
spacing should be the minimum standard, with consideration for wind
conditions that will occur during the normal irrigation period.
• Do not allow irrigation water to land directly on impervious surfaces.
• A water budget consisting of estimated monthly water use, area to be
irrigated including application rates for each zone, and a monthly
irrigation schedule for both new landscapes and established
landscapes with subsequent seasonal adjustments.
• Over-watering needs to be avoided. During peak-use periods, the
least amount of water necessary, should be applied.
• Irrigation plans should identify the location of the emergency shut off valve.
• Adjustable flow control shall be required on all zone valves.
Pressure regulation components will be installed where static
pressure exceeds the manufacturer's recommended operating
range.
• A controller capable of dual or automatic programming should be used to
maintain the appropriate watering schedule.
• All automatic controllers should be equipped with an automatic
rain sensor shut off device.
• All irrigation systems must comply with TCEQ rules and regulations.
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LANDSCAPE POLICIES
Landscape Landscape installations should follow
Installations the proven principles listed below.
• Plan and design before installation.
• Soil analysis.
• Use adaptable and sustainable plants.
• Limit turf areas and preserve natural areas.
• Mulch all plantings.
• Install and maintain efficient irrigation systems.
• Maintain landscapes by properly responding to the changing
requirements of plant materials and site conditions.
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CROSS CONNECTION CONTROL

Cross Connection Control
KWSC maintains required cross connection control. Risk of backflow is
reduced by taking steps to ensure that system pressures do not fall during
periods of emergency repairs by asking for the cooperation of customers when
there is a risk that system pressures could fall below safe levels. KWSC
approved backflow assembly devices will be installed and inspected by a
KWSC approved backflow assembly tester. Testing of all testable backflow
assemblies will be required every three years with the exception of RPZ
backflow assemblies which are required by TCEQ to be tested annually.

Potential Residential
Cross-Connections
Lawn
Hose Bibs
Irrigation

Water
Features
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Swimming
Pools

Toilet
Float
Valve

WHOLESALE CONTRACTUAL PROVISION

Wholesale Contractual Provision
KWSC will include a requirement in every water supply contract entered into or
renewed after official adoption of the water conservation plan, and including any
contract extension, that each successive wholesale customer develop and
implement a water conservation plan or water conservation measures using the
applicable elements of this chapter. If the customer intends to resell the water,
then the contract between the initial supplier and the customer must provide that
the contract for the resale of the water must have water conservation
requirements so that each successive customer in the resale of the water will be
required to implement water conservation measures in accordance with
applicable provisions of Title 30 Texas Administrative Code, Chapter 288.
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DROUGHT CONTINGENCY PLAN

DROUGHT
CONTINGENCY
(PLAN)
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DECLARATION OF POLICY, PURPOSE, AND INTENT

Declaration of Policy, Purpose, and Intent
In order to conserve the available water supply and protect the integrity of
water supply facilities, with particular regard for domestic water use,
sanitation, and fire protection, and to protect and preserve public health,
welfare, and safety and minimize the adverse impacts of water supply shortage
or other water supply emergency conditions, KWSC hereby adopts the
following regulations and restrictions on the delivery and consumption of
water by resolution.
Water uses regulated or prohibited under this Plan are non-essential or
discretionary. Continuation of such uses during times of water shortage or
other emergency water supply conditions are deemed to constitute a waste of
water which subjects the offender(s) to penalties as defined in the
Enforcement of this Plan.

Authorization
The General Manager or designee is hereby authorized and directed to
implement the applicable provisions of this plan upon determination that such
implementation is necessary to protect public health, safety, and welfare. The
General Manager or designee shall have the authority to initiate or terminate
drought or other water supply emergency response measures as described in
this Plan.
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APPLICATION

Application
The provisions of this Plan shall apply to all persons, customers, and property
utilizing water provided by KWSC. The terms “person” and “customer” as used
in the Plan include individuals, corporations, partnerships, associations, and all
other legal entities.

Public Involvement
Opportunity for the public to provide input into the
preparation and subsequent revisions of this Plan is
provided by KWSC by means of:
KWSC Board meetings

Direct mailing and email

Phone & Personal correspondence
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PUBLIC EDUCATION (DROUGHT)

Public Education (Drought)
KWSC will periodically provide the public with information about this Drought
Contingency Plan, including information and/or notification about the
conditions under which each stage of the Plan is to be initiated or terminated
and the drought response measures to be implemented in each stage. Water
conservation tips and information will also be provided. This information will
be provided by means of:

Posting a Notice
of Drought
Conditions at
the KWSC Office

Handouts to
customers,
schools, civic
groups, and
clubs upon
request

Posting signs in
public places

General
circulation to
newspapers
and radio
stations

Direct mailing
to each water
account

Posting on the
KWSC website

Water plant
tours

On an ongoing basis, KWSC affirmatively provides the opportunity for
customers to provide input regarding this Plan.
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DISCRETIONARY USES

Discretionary Uses

Landscape
Irrigation

Anything
defined by
KWSC as
Water Waste

Washing of
vehicles, hard
surfaces,
buildings and
structures

Discretionary
(Non-Essential)
Uses of Water

Dust Control

Aesthetic
Ponds,
Fountains,
and water
features
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DROUGHT AND EMERGENCY TRIGGERS

Drought and Emergency Triggers
The General Manager monitors Brazos River Authority (BRA) reservoir
storage levels and prepares a monthly drought report.

DROUGHT STAGE 1
BRA Stage 1 Declaration

Daily water demand exceeds 70% of treatment or
storage capacity for 3 consecutive days

DROUGHT STAGE 2
BRA Stage 2 Declaration

Daily water demand exceeds 80% of treatment or
storage capacity for 3 consecutive days

DROUGHT STAGE 3
BRA Stage 3 Declaration

Daily water demand exceeds 90% of treatment or
distribution capacity for 3 consecutive days

DROUGHT STAGE 4
BRA Stage 4 Declaration

Daily water demand exceeds 100% of treatment or
distribution capacity for 3 consecutive days

EMERGENCY STAGE 5
Major water production or
distribution limitations

Supply Source Contamination
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System outage due to failure of
major water system components

WATERING SCHEDULE

Watering Schedule
STAGE 1
STAGE 2

Voluntary
Odd Address Mandatory STAGE 3
Tue/Fri
Odd Address Mandatory STAGE 4
Even Address
Tue/Fri
Odd Address Mandatory STAGE 5
Mon/Thu
Even Address
Tuesday
Watering can No Watering
Mon/Thu
or bucket
Even Address
All outdoor
only on
Thursday
and nonwatering d ay
essential
in AM hours
uses of water
are
prohibited
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RESPONSE STAGES

Response Stages
During times when this Plan is in effect, a violation of this Plan occurs for any
person, firm, corporation, or entity to irrigate landscapes between 8:00AM
and 10:00PM.
As appropriate, the General Manager or designee shall notify directly, or cause
to be notified directly, the following individuals and entities:
➢
➢
➢
➢
➢

Local Fire Chief
County Emergency Management Coordinators
County Judge
DPS, Division of Emergency Management, (512) 424-2208
TCEQ, Water Supply Division, (512) 239-4697

While this Drought Contingency
Plan is in effect, water customers
are requested to continue to
practice water conservation and
to minimize or discontinue water
use for non-essential or
discretionary purposes
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RESPONSE STAGES

STAGE 1 RESPONSE
Target: Achieve a reduction in total
water use

Customers are requested to follow
the Stage 1 Watering Schedule

Formal public notification by KWSC
officials of Stage 1 Drought
conditions

Increase leak detection and repair
efforts

Initiate increased public
information efforts

Notify TCEQ

STAGE 2 RESPONSE
Target: Achieve a 10% reduction in
total water use

Customers are required to follow
the Stage 2 Watering Schedule

Formal public notification by KWSC
officials of Stage 2 Drought
conditions

Increase KWSC oversight of
watering schedule and water waste

Parks, institutional, and
commercial landscapes limited to
drip and hand held hose

Water main flushing only as needed

Notify TCEQ
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STAGE 3 RESPONSE
Target: Achieve a 20% reduction in
total water use

Customers are required to follow
the Stage 3 Watering Schedule

Formal public notification by KWSC
officials of Stage 3 Drought
conditions

Increase KWSC enforcement of
watering schedule and water waste

Implementation of water usage
surcharge(s) for excessive use

Water main flushing only as needed

Notify TCEQ

Water use surcharges to be implemented in Stage 3:

0 - 7,000
Gallons

$3.50 per
1,000

7,001 to
10,000
Gallons

10,000+
Gallons

$4.70 per
1,000

$6.10 per
1,000

During Stages 3 and 4, members may apply for a variance, as described on page
39, from the above stated water use surcharges for up to 36,000 gallons.
Agricultural variances must include a tax exemption certificate with the
application. Variances will be approved on a case by case basis.
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RESPONSE STAGES

STAGE 4 RESPONSE
Target: Achieve a 30% reduction in
total water use

Customers are required to follow
the Stage 4 watering schedule

Formal public notification by KWSC
officials of Stage 4 Drought
conditions

Pro rata allocation to wholesale
customers per TWC 11.039*

Watering can or bucket watering
only during AM hours

Water main flushing only as needed

Notify TCEQ

Water use surcharges to be implemented in Stage 4:

0 - 7,000
Gallons

$3.80 per
1,000

7,001 to
10,000
Gallons

10,000+
Gallons

$6.10 per
1,000

$12.10
per 1,000

During Stages 3 and 4, members may apply for a variance, as described on page
39, from the above stated water use surcharges for up to 36,000 gallons.
Agricultural variances must include a tax exemption certificate with the
application. Variances will be approved on a case by case basis.
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RESPONSE STAGES

STAGE 5 EMERGENCY
Target: Achieve necessary reduction in
water use

All outdoor and non-essential uses of
water prohibited

Formal public notification by KWSC
officials of Emergency Condition

Pro rata allocation to wholesale
customers per TWC 11.039*

Evaluate the use of social media

Discontinue water main flushing

Notify TCEQ and appropriate
Emergency contacts
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EMERGENCY RESPONSE PLAN
Emergency water shortage
In the event of an identified water shortage declaration, the KWSC will
distribute water to wholesale customers according to Texas Water Code,
§11.039* and initiate water allocation to municipal water customers.
System Information
PWS# 1410028
KWSC, 11986 East Hwy 190, Kempner, TX 76539
KWSC provides drinking water
Downtown Kempner
Delores Coberley, GM, Office Number 512-932-3701 or 254-547-9430
Chain of Command and lines of authority:
Delores Coberley, GM; administrative management 254-681-8042
Brandon Nault, Field Supervisor, 512-734-2307
TJ Amstead, Plant Supervisor, 512-734-1800
Susan Isenburg, Office Manager, 512-734-2048
Supply source contamination
In the event of a contamination event, appropriate emergency
procedures will be implemented, and appropriate emergency response
officials will be notified immediately. In the event of a backflow incident,
loss of pressure, or an Acute Maximum Contaminant Level coliform
violation, a Boiled Water Notice will be implemented as prescribed in 30
TAC Chapter 290.
System outage due to the failure or damage of major water system
components
In the event of a catastrophic failure due to natural or man-made events,
33
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appropriate emergency procedures will be implemented, and
appropriate emergency response officials will be notified.

Alternative Sources
In the event of an emergency loss of water supply, the KWSC will
consider purchases of water by the truckload or in bottles for the health
and public safety of the KWSC member/customers.
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TCEQ Security Notification
KWSC maintains internal procedures to notify the executive director by a toll-free
reporting phone number (888-777-3186) immediately of the following events, if
the event may negatively impact the production or delivery of safe and adequate
drinking water:
1.
2.
3.
4.
5.

An unusual or unexplained unauthorized entry at property of the public
water system;
An act of terrorism against the public water system;
An unauthorized attempt to probe for or gain access to proprietary
information that supports the key activities of the public water system;
A theft of property that supports the key activities of the public water
system; or
A natural disaster, accident, or act that results in damage to the public
water system.

Procedures to notify system customers of potential water shortages:
General Manager must make the decision to notify customers About a potential water
shortage and the need for water use restrictions. The General Manager should consult
with board members and staff to make the decision. After making the decision, we will
initiate procedures.
Procedures:
1.
General Manager confers with key staff to verify problems.
2.
General Manager organizes staff to develop the message delivered to
the customers.
3.
General Manager consults with state drinking water staff about the
problem.
4.
General Manager with help from staff prepares door hangers, signs and
radio message.
5.
Water System Operator continues to investigate problems and make
repairs as necessary.
6.
To distribute the water shortage notification:
35
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a. Field staff will place water shortage notices on doors and along travel
routes.
b. Staff will place signs on main travel routes into the community.
c. General Manager will ask radio station to issue the water shortage notice
and a request to curtail water use.
d. Administrative support person will provide a pre-scripted message to
phone callers and log in each phone call.
e. Staff will post an alert on the KWSC website which is distributed to
subscribers via text and email.

Events that cause emergencies
Events
Tornados

Risks
High

Earthquakes
Flood
High Winds
Ice Storms
Drought
Terrorism
Construction Accident
Chemical spill

High
High
High
Medium
Medium
Low
High
Low

Comments
Vulnerable to excessive rain fall,
high winds and power outage
Caused minor damage
Flooding in certain areas
Vulnerable to high winds, power outage
Minor damage, broken pipes
Water Conservation
Suspicious activity
Water pipe cut by construction crew
Watershed Protection Plan Activated.
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EMERGENCY CONTACT NUMBERS
US ENVIRONMENTAL PROTECTION AGENCY
US EPA REGION 6

1-800-887-6063

NATIONAL RESPONSE CENTER

1-800-424-8802

HOMELAND SECURITY

1-202-282-8000

TEXAS COMMISSION ON ENVIRONMENTAL QUALITY (TCEQ)
MAIN SWITCHBOARD

512-239-1000

*WATER SUPPLY DIVISION

512-239-4691

TRWA & TXWARN FOR GENERATOR
TRWA
TXWARN

866-586-6480
866-989-9276

SHERIFF DEPARTMENT
LAMPASAS COUNTY

512-556-8255

CORYELL COUNTY

254-865-7201

BELL COUNTY

254-634-1663

FIRE DEPARTMENT
LAMPASAS

512-556-3446

KEMPNER

512-932-3993

COPPERAS COVE

254-547-2091

SALADO

254-947-8961

KEMPNER WSC MANAGEMENT
DELORES COBERLEY – GM

254-681-8042

BRANDON NAULT – FIELD SUPERVISOR

512-734-2307

TJ AMSTEAD – PLANT MANAGER

512-734-1800

MICHAEL LENTZ – COMPLIANCE AND SAFETY

512-734-2301

STACY ELLIS – CFO

254-368-8682

SUSAN ISENBURG – OFFICE MANAGER

512-734-2048

ON-CALL EMPLOYEE

512-556-7511
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EMERGENCY NOTIFICATION NUMBERS
EMS LOCAL: BELL COUNTY
ACADIAN EMS: LAMPASAS COUNTY
CORYELL COUNTY EMERGENCY SERVICES

254-933-5587
512-556-0086
254 -248-3154

HAZMAT HOTLINE

800-424-8802

CENTRAL TEXAS WSC

254-698-3583

CITY OF LAMPASAS, UTILITIES

512-556-3393

RURAL WATER CONTACT: TRWA

512-472-8591
877-362-5272

LABORATORY: LCRA

512-776-7219

LABORATORY: TEXAS DSHS
FRESENIUS KIDNEY CARE, LAMPASAS

800-881-5101

SALADO WSC

254-947-5425

CENTURY LINK: COMMUNICATIONS

800-573-1311

CHEMICALS: BRENNTAG

512-278-1600

MEDIA
WACO 100 RADIO STATION

254-388-5100

KCYL RADIO STATION LAMPASAS

512) 556-6193

CHANNEL 10 TV STATION

800-749-5957

CHANNEL 6 TV STATION

254-859-5481

CHANNEL 25 TV STATION

254-754-2525
512-556-6262

LAMPASAS DISPATCH NEWSPAPER
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EMERGENCY RESPONSE PLAN
KWSC will include a provision in every wholesale water contract entered into
or renewed after adoption of the plan, including contract extensions, that in
the case of a shortage of water resulting from drought, the water to be
distributed shall be divided in accordance with Texas Water Code, §11.039*.
* Texas Water Code, Sec. 11.039.
DISTRIBUTION OF WATER DURING SHORTAGE.
(a) If a shortage of water in a water supply not covered by a water
conservation plan prepared in compliance with Texas Commission on
Environmental Quality or Texas Water Development Board rules results from
drought, accident, or other cause, the water to be distributed shall be divided
among all customers pro rata, according to the amount each may be entitled
to, so that preference is given to no one.
(b) If a shortage of water in a water supply covered by a water
conservation plan prepared in compliance with Texas Commission on
Environmental Quality or Texas Water Development Board rules results from
drought, accident, or other cause, the person, association of persons, or
corporation owning or controlling the water shall divide the water to be
distributed among all customers pro rata, according to:
(1) The amount of water to which each customer may be
entitled; or
(2) The amount of water to which each customer may be
entitled, less the amount of water the customer would have saved if the
customer had operated its water system in compliance with the water
conservation plan.
(c) Nothing in Subsection (a) or (b) precludes the person, association
of persons, or corporation owning or controlling the water from supplying
water to a person who has a prior vested right to the water under the laws of
this state.
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VARIANCES

Variances
The General Manager or designee may, in writing, grant temporary variance for
existing water uses otherwise prohibited under this Plan if it is determined that
failure to grant such variance would cause an emergency condition adversely
affecting the health, sanitation, or fire protection of the public or the person
requesting such variance and if one or more of the following conditions are met:
1.

2.

Compliance with this Plan cannot be technically accomplished during
the duration of the water supply shortage or other condition for which
the Plan is in effect.
Alternative methods can be implemented which will achieve the same
level of reduction in water use.

Persons requesting an exemption from the provisions of this Ordinance shall file a
petition for variance with KWSC within 5 days after the Plan or a particular drought
response stage has been invoked. All petitions for variances shall be reviewed by
General Manager or his/her designee, and shall include the following:
1.
2.
3.
4.

5.
6.
7.

8.

Name and address of the petitioner(s).
Purpose of water use.
Specific provision(s) of the Plan from which the petitioner is requesting
relief.
Detailed statement as to how the specific provision of the Plan
adversely affects the petitioner or what damage or harm will occur to
the petitioner or others if petitioner complies with this Ordinance.
Description of the relief requested.
Period of time for which the variance is sought.
Alternative water use restrictions or other measures the petitioner is
taking or proposes to take to meet the intent of this Plan and the
compliance date.
Other pertinent information.
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VARIANCES
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ENFORCEMENT

Enforcement
First Violation:
The customer will be notified by written notice of the specific
violation.
Subsequent violations:
After written notice, KWSC may install a flow restricting device in the
line to limit the amount of water which will pass through the meter in a
24-hour period. KWSC may charge the customer for the actual cost of
installing and removing the flow restricting device.
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COORDINATION WITH REGIONAL PLANNING GROUPS

Coordination with Regional Planning Groups
The service area of KWSC is located within the Region G and Region K Water
Planning Groups and KWSC will provide a copy of this Plan to the Planning
Groups at:
Brazos River Authority
P.O. Box 7555
Waco, TX 76714
Lower Colorado River Authority
P.O. Box 220
Austin, TX 78767
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RESOLUTION

Resolution
RESOLUTION FOR ADOPTION OF A WATER CONSERVATION, DROUGHT
CONTINGENCY. AND EMERGENCY RESPONSE PLAN

A RESOLUTION OF THE BOARD OF DIRECTORS OF KEMPNER WATER
SUPPLY CORPORATION ADOPTING A WATER CONSERVATION,
DROUGHT CONTINGENCY, AND EMERGENCY RESPONSE PLAN.
WHEREAS, the Board recognizes that the amount of water available to Kempner
Water Supply Corporation and its water KWSC customers is limited and subject to
depletion during periods of extended drought;
WHEREAS, the Board recognizes that natural limitations due to drought
conditions and other acts of God cannot guarantee an uninterrupted water supply
for all purposes;
WHEREAS, the Water Code and the regulations of the Texas Commission on
Environmental Quality (the “Commission”) and the Texas Water Development
Board (the “Board”) require that the KWSC adopt a Water Conservation, Drought
Contingency, and Emergency Response Plan;
WHEREAS, as authorized under law, and in the best interests of the customers of
the Kempner Water Supply Corporation, the Board deems it expedient and
necessary to establish certain rules and policies for the orderly and efficient
management of limited water supplies during drought and other water supply
emergencies;
NOW THEREFORE, BE IT RESOLVED BY THE BOARD OF DIRECTORS OF
KEMPNER WATER SUPPLY CORPORATION:
SECTION 1. That the Water Conservation, Drought Contingency, and
Emergency Response Plan attached hereto as Exhibit “A” and made part hereof for
all purposes be, and the same is hereby, adopted as the official policy of Kempner
Water Supply Corporation.
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RESOLUTION
SECTION 2. That the General Manager is hereby directed to implement, administer,
and enforce the Water Conservation, Drought Contingency and Emergency Response Plan.
SECTION 3. That this resolution shall take effect immediately upon its passage.
DULY PASSED BY THE BOARD OF DIRECTOR’S OF THE KEMPNER WATER
SUPPLY CORPORATION, ON THIS 22nd DAY OF MAY 2019.
ATTESTED TO:
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CONTACT INFORMATION

Contact Information
DELORES COBERLEY
GENERAL MANAGER

RICHARD (RIC) DOMINOWSKI
PRESIDENT

Tel (512) 932-2715
Fax (512) 932-2546
delores@kempnerwsc.com

Tel (512) 932- 3701
Fax (512) 932-2546

Delores Coberley – General Manager
Richard (Ric) Dominowski – President
Wende Hammond – Vice President
George McClintock – Secretary Treasurer
Kenneth Sinker - Director
Roger O'Dwyer – Director
Dennis Kliza – Director
Carl (Tom) Kyzar – Director
Sam Keir – Director
– Director
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APPENDIX B – TWDB WATER CONSERVATION TIPS

Appendix B – TWDB Water Conservation Tips
Bathroom:
• Replace your showerhead with a water-efficient model.
• Get in the shower as soon as the water becomes warm enough.
• Take short showers.
• Take a shower instead of a bath. A shower with a water-efficient
showerhead often uses less water than a bath.
• Reduce the level of water used in a bathtub by 1 or 2 inches if a shower
is not available.
• Turn off the water while you are shaving. Fill the sink with hot water
instead of letting the water run continuously.
• Replace your old toilet with a high-efficiency toilet that uses 1.28
gallons per flush.
• Test toilets for leaks. Once in a while, take the top off of your toilet tank
and watch it flush. Do you notice any leaks? Yes? Replace the flapper or
rubber washer. Don’t forget about those less obvious leaks. Add a few
drops of food coloring or a dye tablet to the water in the tank, but do
not flush the toilet. If the coloring appears in the bowl within a few
minutes, the toilet has a leak that needs to be repaired.
• Never use the toilet to dispose of trash.
• Don’t waste water when brushing your teeth or washing your hands.
Shut off the water until it’s time to rinse.
Kitchen:
• Run the dishwasher only when full. This practice will save water,
energy, detergent, and money. If your dishes are not very dirty, use the
short wash cycle. You can spend less money on water and energy by
installing a high-efficiency dishwasher.
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APPENDIX B – TWDB WATER CONSERVATION TIPS
• Install faucet aerators. You’ll never notice the difference, and you’ll cut
your sink water consumption in half! Also, don’t ignore leaky faucets.
• Keep a container of water in the refrigerator. It will be refreshingly cool
and won’t waste water.
• Dry scrape dishes instead of rinsing. Your dishwasher will take care of
the rest.
• Use garbage disposals sparingly. They can waste water unnecessarily.
• Soak pans rather than scrubbing them while the water is running.
• Rinse vegetables in a pan of cold water.
Laundry room:
• Conventional washing machines use 32 to 59 gallons of water per load.
• Wash only full loads.
• Use the lowest water level setting on the washing machine for light or
partial loads whenever possible.
• Use cold water as often as possible to save energy and conserve hot
water for uses that cold water cannot serve.
Additional tips:
• Don’t ignore leaky faucets; they are usually easy and inexpensive to
repair. Turn off the valve under the sink until you get around to
repairing the leak. A slow drip can waste as much as 170 gallons of
water each day and will add to the water bill.
• Know where your master water shut-off valve is in case a pipe burst.
Insulate hot water pipes. You won’t waste water waiting for it to get
hot, and you will save energy too.
• Install water-softening systems only when necessary, and if you have
one, save water and salt by running the minimum amount of
regenerations necessary to maintain water softness.
• Replace water-to-air heat pumps and air conditioners with air-to-air if
you are purchasing new units. They are just as efficient and do not
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waste water.
• Find other uses for water rather than letting it go down the drain, such
as watering house plants with fish tank water.
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